1/4"¢ NAIL OR BOLT

HOLE © 12° 0.C. 3x3x3/8L

- .

> 1'-6" X

V/S(/
N

o L > r
N Qe
Lp) F [ep 2
X A IR Y
L VA 2 " o
| o < gEo
51/8 N z2
#4 (DEFORMED) ANCHOR ' GE

12" — FULL BUTT
3/47 (sMooH) |
WELD To U HANGER ROD %
3/4"9 (SMOOTH
St e FULL BUTT WELD
SECTION
g (| SPA©12" | & SPAOI12" |

l—2"

10 FOR: 6'< L £8'-0"
12 FOR: 8'< L £10'-0"

#4 ANCHORS
""" & FOR: L< 40
8 FOR: 4'< L <6'~0"

______ gy || Epupppe || Ky pp—— | | p—————|

3/4— 17-0"
L+12"
3/4m ISPA. e 12 o.c.I 1092 |SPA. @ 12 o.c.I 3/
S — = _——3/4"8 HANGER ROD
1/4"8 NAIL M A ; /
BOLT HOLE

. I BT,
<

2'1 2 EQUAL SPACES FOR L <4'—0 121 6" ~——

2] 3/4" TRASH ROD

3 EQUAL SPACES FOR: 4'< L <6'—0"

4 EQUAL SPACES FOR: 6'< L <8'—0"

5 EQUAL SPACES FOR: 8'< L <10°—0"

FRONT ELEV.

3 FOR: L 4’0"
'Jﬂ [L/ 4 FOR: 4<Lss
N

6”

NOTES:
STRUCTURAL STEEL SHALL BE GRADE A-36

EXPOSED STEEL SURFACES TO BE FINISHED SMOOTH.

HOT DIP GALVANIZE ASSEMBLY. CHIPPING NOT REQUIRED ON ANCHOR WELDS.

NAILS OR BOLTS USED TO ANCHOR ANGLE ASSEMBLY TO FORM SHALL BE REMOVED
OR CUT OFF FLUSH WITH SURFACE OF ANGLE. DO NOT MAR GALVANIZING.

5. DIMENSION "L” REPRESENTS THE INSIDE INLET DIMENSION.
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